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GENERAL NOTES
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ALL WORK SHALL COMPLY COMPLETELY WITH THE MASSACHUSETTS
ELECTRICAL CODE (MEC) AND ALL LOCAL ORDINANCES AND REQUIREMENTS.

2, THE DRAWINGS ARE GENERALLY DIAGRAMMATIC. PROVIDE ALL MATERIAL,
g(_l)_ERMgND EQUIPMENT FOR INSTALLATION OF COMPLETE AND OPERATIONAL

3. APPLY FOR, PAY FOR AND OBTAIN ALL REQUIRED PERMITS FOR THE WORK
SHOWN. REQUEST, SCHEDULE AND ATTEND ALL REQUIRED INSPECTIONS BY
THE AUTHORITY({IES) HAVING JURISDICTION {AHJ) AND OBTAIN ALL
APPROVALS.

4, REFER TO DRAWINGS OF ALL TRADES AND ADJUST WORK AND ROUGH-IN
AS REQUIRED, BASED ON EQUIPMENT APPROVED AND INSTALLED, AND
FIELD CONDITIONS.

5. AL WORK SHALL BE GUARANTEED AGAINST DEFECTS IN MATERIAL AND
WORKMANSHIP FOR MINIMUM ONE (1) YEAR FOLLOWING ACCEPTANCE OF
THE WORK BY THE OWNER.

6. ALL MATERIAL INCORPORATED IN THE WORK SHALL BE USTED FOR THE
USE, OR ACCEPTED BY THE AHJ(s).

7. BIDDERS ARE ADVISED TO WISIT THE SITE PRIOR TQO SUBMITTING A BID TO
NOTE SCOPE OF ANY DEMOLITION, AND CONDITIONS UNDER WHICH NEW
WORK MUST BE INSTALLED.

8. WORK UNDER CONSTRUCTION CONTROL MUST BE INSTALLED AS SHOWN ON
THE APPROVED CONSTRUCTION DOCUMENTS. ANY CHANGES MUST BE
APPROVED BY THE REGISTERED DESIGN PROFESSIONAL (RDP) IN ADVANCE.
COSTS FOR CHANGES TO DOCUMENTS SHALL BE BORNE BY THE PARTY
REQUIRING THE CHANGE. FAILURE TO INSTALL THE WORK AS SHOWN WILL
PREVENT ISSUANCE OF A FINAL CONSTRUCTION CONTROL DOCUMENT,
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